Associates P.C Sle)
SYMBOLS AND ABBREVIATIONS PLUMBING NOTES FIRE PROTECTION NOTES: v architects
. PLUMBING MATERIALS AND INSTALLATION SHALL CONFORM TO THE . BUILDING SHALL BE PROVIDED WITH 100% SPRINKLER COVERAGE INSTALLED
FITTINGS AND SPECIALTIES REQUIREMENTS OF THE 2006 INTERNATIONAL PLUMBING CODE. ﬁ%%ﬁmﬂ >z,_\q_n qgm%mm%_mwz_mZﬂm OF NFPA I3 (LATEST EDITION) AND
6 DICTION.
FITTINGS AND SPECIALTIES 2. NATURAL GAS MATERIALS AND INSTALLATION SHALL CONFORM
T0 THE REQUIREMENTS OF THE 2006 INTERNATIONAL FUEL GAS GODE 2. BUILDING HAZARD CLASSIFICATIONS: MECHANICAL ROOMS, JANITORS CLOSETS,
. STORAGE ROOMS TO BE ORDINARY GROUP 2 WITH A MINIMUM DENSITY OF .20 GPM
ABBREVIATION SYMBOL DESCRIPTION ABBREVIATION SYMBOL DESCRIPTION 3. EXCEPT WHERE OTHERWISE INDICATED, HORIZONTAL DRAINAGE PIPING 15 OVER 1500 SQUARE FEET AND A COMBINED HOSE-STREAM DEMAND OF 250 GPM
E—— SHOWN ONE FLOOR ABOVE WHERE IT OCCURS IN THE BUILDING. FOR 60 TO 90 MINUTES DURATION TIME. ALL OTHER AREAS OF THE BUILDING TO BE
DOMESTIC WATER, GAS AND VENT PIPING ARE SHOWN ON THE FLOOR LIGHT HAZARD WITH A MINIMUM DENSITY OF 10 GPM OVER 1500 SQUARE FEET AND
AD. — AREA DRAIN WHERE THEY OCCUR. A COMBINED HOSE-STREAM DEMAND OF 100 GPM FOR A 30 MINUTE DURATION.
TRAP 4. EXCEPT WHERE OTHERWISE INDICATED, HORIZONTAL DRAINAGE PIPING 3. MAXIMUM ALLOWABLE SPRINKLER COVERAGE, AREAS OF COVERAGE PER SPRINKLER
AP. _H H_ ACCESS PANEL U 2" AND SMALLER SHALL SLOPE AT I/4"/FT. AND HORIZONTAL DRAINAGE ¢ WATER APPLICATION DENSITIES SHALL BE PER NFPA |3 REQUIREMENTS FOR THE
—|— UNION PIPING 3" TO 6" SHALL SLOPE AT I/8"/FT. AND 8" OR LARGER PIPING PREVIOUSLY INDICATED HAZARD CLASSIFICATIONS. IN SUSPENDED CEILING LOCATE
Y BACKWATER VALVE SHALL SLOPE AT I/16"/FT.. SPRINKLER HEADS IN CENTER OF CEILING TILES IN BOTH DIRECTIONS. T T SRR
VTR e VENT THRU ROOF 5. PIPING IN AREAS WITHOUT SUSPENDED CEILINGS SHALL BE AS CLOSE TO 4. SPRINKLER CONTRACTOR SHALL VERIFY ALL HAZARD CLASSIFICATIONS, SUBMIT SHOP PAIREAX, ARCINIA 2205071799
—b— BALANCING VALVE H__mx mﬁoémm ﬁm% mo% wa,r A_T._mmmz,wr%m%m nomﬂﬂrm.rrm_wmmhwo@_wm@ DRANINGS, HYDRAULIC CALCULATIONS ¢ CUT SHEETS TO THE AUTHORITY HAVING PLONE 703-691-3311  FAX 703-691_331¢
WHA. A WATER HAMMER ARRESTOR WITH Om_:zmm_. ENDEL EALED URISDICTION FOR APPROVAL.
. CAP ON END OF PIPE PD.. SIZE AS INDICATED 5. REFER TO ELECTRICAL DRANINGS FOR THE EXTENT OF FIRE ALARM ZONES
6. CLEANOUTS SHALL BE THE SAME SIZE AS THE PIPES THEY SERVE UP ) )
—_—— CHECK VALVE WH. — WALL HYDRANT TO 4" AND NOT LESS THAN 4" FOR LARGER PIPES. CLEANOUTS WITHIN 6. THE CONTRACTOR SHALL PAY FOR AND SECURE ALL PERMITS, PROVIDE THE
WALL CAVITY SHALL BE FACING WORK SPACE WITH A RECESSED PLUG. NECESSARY TEST EQUIPMENT AND PERFORM ALL TESTS AND INSPECTIONS AS
PER NF.P.A. REQUIREMENTS,
c.o. — CLEAN OUT IN FLOOR 7. ALL VENTING TO BE SLOPED TO ALLOW DRAINING BACK INTO SANITARY LINE.
PIPING 7. ALL SPRINKLER HEADS TO BE LISTED AS QUICK RESPONSE.
c.o. — CLEAN OUT IN HORIZONTAL PIPE 8. ALL FLOOR DRAINS THAT WILL NOT SERVE DRAINAGE EQUIPMENT WILL NEED m wm Kli
TO BE TRAP PRIMED. 8. FIRE FLOW TEST: Ingemann
cO. ol CLEAN OUT IN VERTICAL PIPE NODE 1410608
>wwxm<H>|_|HOZ Fwo_l Umman _Ul_lHOZ DATE OF TEST |I-20-2001 S3E Klingemann, Inc.
STATIC PRESSURE - 1.7 Psl 8001 Braddock Road
. RESIDUAL PRESSURE - 34.65 PS| @ 2800 GPM Suite200
D.C.V. (ASSE 1015) #_.RFZZ&MT DOUBLE CHECK VALVE CONFORMING C - DOMESTIC COLD WATER PIPE FIRE HYDRANT ELEVATION - 390.00' Jprinagield, Ve S
TO ASSE 1015 WITH STRAINER AND SHUT-OFF FLOW INFORMATION GIVEN BY LCSA Faw: (703) 978-6038
VALVES (INDICATING TYPE) (FIRE SERVICE) HIN - DOMESTIC HOT WATER PIPE d. NO SPRINKLER PIPING TO BE INSTALLED IN ELECTRIC ROOM OR IT CLOSET. www.S3E. com
HAR —— DOMESTIC HOT WATER RECIRCULATING PIPE S3E# 08194.01
\._ DRIP LEG
= D D CONDENSATE DRAINAGE PIFE NOTE THE VENT PRODUCTS FOR HEATER TO BE HEAT-FAB, Z-FLEX, METAL-FAB OR PROTECH SYSTEM
— 5 ELBOW DONWN Es . FIRE SERVICE PIPE PLUM wHZO mmZm_N>_| ZO._._mm GAS FIRED TANKLESS INSTANTANEOUS WATER HEATER SCHEDULE N. REVISION DATE
STORAGE GAS
- 5 ELBOW UP . THE SPACE AROUND PENETRATING ITEMS AND IN JOINTS IN HEATER FLOW FLUE ADDENDUM #1 5.12.2010
L 6 G NATURAL GAS PIPE SMOKE BARRIERS AND PARTITIONS SHALL BE FILLED WITH AN NO. m\%\%ﬁ H_%m_q GPM @ 70°F RISE|  s1ZE REMARKS 9
Ex EXISTING APPROVED MATERIAL TO LIMIT THE FREE PASSAGE OF ( ) (CFH)
: SMOKE. SEE DRAWING A-l FOR THE LOCATION OF SMOKE
. 5 SANITARY DRAINAGE PIPE DARRIERS AND PARTITIONS. GNH-| N/A 237 MAX 6 + | BASIS OF DESIGN: RINNAI RABLSE-ASME
FDC. E FIRE DEPARTMENT CONNECTION B - - - - - -
sP 5P SPRINKLER FEED MAIN PIPE . FIRESTOP ALL PENETRATIONS THROUGH FIRE RATED
FD. FLOOR DRAIN TEMPERE MESTIC HOT WATER (l10° PARTITIONS AND CEILINGS. SEE DRAWING A-| FOR THE
A T T D DOMESTIC HOT WATER (ll0°) LOCATION OF RATED PARTITIONS AND CEILINGS. * AS REQUIRED BY MANUFACTURE OF HEATER, FLUE KIT RECOMMENDED BY HEATER MANUFACTURE
EFD O EMERGENCY FLOOR DRAIN
0 v VENT PIPE
FLOW INDICATOR
PLUMBING FIXTURE CONNECTION SCHEDULE
GPM. GALLONS PER MINUTE
ITEM DESCRIPTION WASTE VENT CcwW HW REMARKS
H.B. H HOSE BIBB
P-| WATER CLOSET 4 2" " - FLR. MTD. - 1.6 GPF - SENSOR OPERATED, BATTERY POWERED, DUAL FLUSH VALVE
HD. — o) HUB DRAIN P-2 WATER. CLOSET (ADA) 4 2" " - FLR. MTD. - (ADA) - 1.6 6PF - SENSOR OPERATED, BATTERY POWERED, DUAL FLUSH VALVE MLQ—.—QQ:=
5) P-3 URINAL 2" -1/2" - - WALL HUNG - WATERLESS - CARTRIDGE FREE KOHLER
—D HOSE-END DRAIN VALVE P-3A | URINAL (ADA) 2" -1/2" - - WALL HUNG - WATERLESS - CARTRIDGE FREE - SAME FIXTURE AS P-3 MOUNTED AT ADA HEIGHT K Q—.—H—ﬂ
) P-4 LAVATORY -1/2" |-1/2" /2" /2" WALL BOWL - (ADA) - 5 GPM AERATOR - SENSOR FAUCET *PROVIDE TEMPERED WATER (45° F.)
|V|
INCREASER OR REDUCER REFERENCE SYMBOLS ) P-5 LAVATORY |-1/2" |-1/2" /2" /2" UNDERMOUNTED BOWL - (ADA) - 5 GPM AERATOR - SINGLE LEVER HANDLE m—ﬁw—ﬂ er
P-6 SHOWER 2" -1/2" /2" /2" PRESSURE BALANCE MIXING VALVE - FIXED SHOWER HEAD
. PIPE CONTINUES EGUIPMENT NUMBER. - REFERS p-1 SHOWER (ADA) 2" -1/2" /2" /2" PRESSURE BALANCE MIXING VALVE - HAND SPRAY (ADA COMPLIANT)
@ XX=XX TO EQUIPMENT SCHEDULE P5 | SINGLE BOWL KITCHEN SINK 2 /2" /2" /2" | SMING SPOUT - RESIDENTIAL TYPE
PRESSURE GAUGE WITH GAUGE COCK P-q 2 COMP. KITCHEN SINK (2) 1-172" -1/2" /2" /2" [ snING SPOUT - RESIDENTIAL TYPE
= o FIXTURE NUMBER - REFERS TO P-10 MOP BASIN 3 |-1/2" 3/4" 3/4" | 24" x 36" x 10" HIGH FLOOR MOUNTED RECEPTOR, WALL MOUNTED FAUCET W/ PAIL HOOK, HOSE THREADS
PTRY |1w|_ PRESSURE AND TEMPERATURE RELIEF VALVE FIXTURE SCHEDULE AND SPECIFICATIONS Pl _ - - - - NOT USED.
- " - n [} W\ n
RCP — O HOT WATER RECIRCULATION PUMP @ SANITARY RISER DESIGNATION P-12 IWASHER CONNECTIONS 3 __ -1/ __ 3/. : DRAIN TO STANDPIPE, PROVIDE WATER HAMMER ARRESTORS
P-I3 BATHTUB -1/2 -1/2 /2 /2" PRESSURE BALANCE MIXING VALVE, FIXED SHOWER HEAD. .
- STRAINER P-14 DRINKING FOUNTAIN -1/2" -1/2" [-1/2" - ADA WALL HUNG HI/LOW >QQ—H—Q=W %
@ DOMESTIC WATER RISER DESIGNATION P-I5 SINK I-1/2" I-1/2" 1/2" /2" COUNTER MTD
CHUT-OFF VALVE > | EMERCENCT FLOOR DRAIN S /o - - PROVIDE TRAP PRIMER VALVE CONNECTION _W®=Q< mvﬂm@=m
o o< SHUT-OFF VALVE IN RISER OR DROP (o) FD FLOOR DRAIN 3 |-1/2" - - PROVIDE TRAP PRIMER VALVE CONNECTION
NATURAL GAS RISER DESIGNATION 3 W WALL HYDRANT - - 3/4" - RECESSED, FREEZE-PROOF, W/ KEY
— i SHUT-OFF VALVE, INDICATING TYPE DI DISH WASHER - - . /2" DRAIN THRU AIR GAP TO SINK
FIRE SPRINKLER RISER DESIGNATION REF REFRIGERATOR W/ ICE MAKER - - /4" - PROVIDE BACKFLONW PREVENTER
_— GAS VALVE (AGA APPROVED @ .
ALVE ( ) (4) HB | HosE BIBB - - I/ - PROVIDE WITH VACUUM BREAKER.
_.ﬁ THERMOMETER NOTES.
() TEMPERING VALVES FOR HAND WASH FIXTURES SHALL BE POWER LM 4495-] SET FOR 105° F
SF _._ SQAUARE FOOTAGE MAX. TEMPERATURE ASSE 1016-96, ASSE 1069 ¢ ASSE 1070 OR APPROVED EQUAL
BEF. BELOW FINISH FLOOR (2) TRAP PRIMER VALVE JR. SMITH FIG. # 2699 OR APPROVED EQUAL
BACK FLOW PREVENTER CONFORMING 12" SQUARE CONGCRETE PAD (3) FREEZE PROOF WALL HYDRANT JR. SMITH FIG. # 5619 HB. HOSE BIBB CHICAGO FAUCET #I3
TO LOCAL JURISDICTION CLEANOUT AND ACCESS TROWEL SMOOTH AND EDGED WITH E27 VACUUM BREAKER.
CFEH. CUBIC FEET PER HOUR FLUSH WITH TOP OF FLOOR — BRASS CLEANOUT PLUG (4) HOSE BIBB CHICAGO FAUCET #13 WITH E27 VACWM BREAKER
WITH COUNTER. SUNK. HEAD
DFL. DRAINAGE FIXTURE UNIT FLOOR LINE TRENCH DRAIN: JR. SMITH ENVIRO-FL MODEL 9818 6"WIDE TRENCH WITH ADA STAINLESS STEEL POOI | COVER SHEET - PLUMBING e
CARPET MARKER FOR FINISH FL GRATE 0002 | PLUMBING SITE PLAN —_—
DS. DOWNSPOUT CARPETED AREAS S
_ ] (5) ONE URINAL TO BE PROVIDED BY OWNER AND INSTALLED BY CONTRACTOR Poo3 | PLIMBING FIXTURE SPECIFICATIONS
DSB. DONNSPOUT BOOT I - : 1, == RETETE Plol | PLUMBING FLOOR PLANS - SANITARY - BUILDING |
™. - 4« .7.9 ==] - - ) == 9
. POUNDS PER SQUARE INCH __ Plo2 | PLUMBING FLOOR PLANS - SANITARY - BUILDING 2
/8" C.I. BEND P20! | PLUMBING FLOOR PLANS - WATER ¢ GAS - BUILDING |
TP. TRAP PRIMER /8" C.l. BEND —
NSFLL WATER SUPPLY FIXTURE UNIT STE L P202 | PLUMBING FLOOR PLANS - WATER ¢ GAS - BUILDING 2
_._.mzh oe E,m 0 SUIT P30l | BUILDING | PLUMBING RISER DIAGRAMS
BALANCE OF PIPE
VA CR A P302 | BUILDING 2 PLUMBING RISER DIAGRAMS
WASTE LINE
FLOOR CLEANOUT
/8" BEND IF CLEANOUT
OCCURS AT END OF LINE
CLEANOUT TO GRADE
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